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1. Can SFM-listed smoke alarms that are AC hardwired but have radio 
transmitted interconnection be used to satisfy CBC 907.2.10.3? 

Yes. This can be applied to an R3.1  

2.  Does 907.2.10.4 prohibit their use since testing the interconnecting      
wires is part of the acceptance test? 
No 
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